BOYAOP V1.48 Run: 06-Sep-2006 13:24
Based on expected April-July inflow of 646 kaf

BOYSEN RESERVOIR MONTHLY OPERATIONS

Boysen Reservoir Initial Cont 456.5 kaf Maximum Cont 892.2 kaf Minimum Cont 219.2 kaf
Elev 4707.30 ft Elev 4732.20 ft Elev 4685.00 ft

2006 Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug

Monthly Inflow kaf 28.7 31.0 34.0 30.8 29.2 30.8 53.6 52.5 159.7 289.4 144.7 74.0
Monthly Inflow cfs 482 504 571 501 475 555 872 882 2597 4864 2353 1203
Turbine Release kaf 44.6 34.4 29.8 30.8 30.8 27.8 30.8 50.6 79.9 130.9 118.7 102.2
Bypass/Spill/Waste  kaf 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Total Release kaf 44.6 34.4 29.8 30.8 30.8 27.8 30.8 50.6 79.9 130.9 118.7 102.2
Total Release cfs 750 559 501 501 501 501 501 850 1299 2200 1930 1662

End-Month Content kaf 440.6 437.2 441.4 441.4 439.8 442.8 465.6 467.5 547.3 705.8 731.8 703.6
End-Month Elevation Tt 4706.07 4705.80 4706.13 4706.13 4706.00 4706.24 4708.00 4708.14 4713.79 4723.14 4724.50 4723.02

Net Change Content kaf -15.9 -3.4 4.2 0.0 -1.6 3.0 22.8 1.9 79.8 158.5 26.0 -28.2
Boysen Power Plant 2006 Sep Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug
Turbine Release kaf 44.6 34.4 29.8 30.8 30.8 27.8 30.8 50.6 79.9 130.9 118.7 102.2
Turbine Release cfs 750 559 501 501 501 501 501 850 1299 2200 1930 1662
Generation gwh 3.392 2.604 2.262 2.344 2.342 2.116 2.380 3.918 6.382 11.154 10.640 9.185
Max Generation gwh 11.520 11.904 11.520 11.904 11.904 10.752 11.904 11.520 11.904 11.520 11.904 11.904
% Max Generation % 29 22 20 20 20 20 20 34 54 97 89 7
Ave kwh/af 76 76 76 76 76 76 77 e 80 85 90 90

End-Month Power Cap mw 14 14 14 14 14 14 15 15 16 16 16 16



